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CUBIC YARDS OF CONCRETE TO ANCHOR VERTICAL BEND

PIPE DIA. 11-1/4" ° BEND 22-1/2" ° BEND 45 °* BEND
6" 812 # 172 CY 1653 # 172 CcY 3247 # 1.0 CY
8" 1444 # 172 cy 2939 # 3/4 CY 5773 # 1.5 CY
12" 3248 # 1.0 CY 6612 # 1-3/4 CY 12988 # 3.5 CY
16" 5775 # 1-1/2 CY 11756 # 3.0 ¢CY 23090 # 6.0 Cr
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